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ɺʘʡʘʥʔʟ�ɼʡʧʥʢʗʨʖʧʜʢʡ�� 
· VM08 Model is a digital panel meter used to measure and display  

single phase AC phase voltage  
· Meter power supply works with 110/220 volt AC or DC  
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· Press Up & Down Keys altogether until see 
PTR on Display unit  . 

· Using Up or Down key  frequently to increase 
or decrease PTR Ratio to reach the desired 
Ratio 1). 

· Press Up & Down Keys altogether until see 
SAV  on Display unit to save the PTR Ratio 2) 

ʉʀ���ʊʜʥʜʡʚ�� 
Make sure that the connections are right before VM08 start up. 
To guarantee accurate measurements  

ʁʢʧʘʦ�� 
1)  While setting PTR Ratio , the displayed 

value is PTR Ratio 
  

2) VM returns to display mode without saving 
adjustments If not pressing any keys for more 
than 5 seconds  

P t r 

100 

SAVE 
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